Facility Summary in Jefferson County in the City of Boulder

Location: HARLOWS SCHOOL BUS SERVICE INC BOULDER
101 Main St
Boulder, MT 59632 Jefferson

System Facility 1D:22-12378

Facility Code: 22635

Last Inspected On: 02/10/2020

Operating Permit Renewal Date: 02/10/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: HJJ Properties LLC

7012241767

Operator Contact: Hugh Taylor;Sandra Hays;Wesley Tangen

4062253344,4062398845;4062938845

Owner/Operator: HJJ Properties LLC

Hugh Taylor, UST Class A Operator
Hugh Taylor, UST Class B Operator
Sandra Hays, UST Class A Operator
Sandra Hays, UST Class B Operator
Wesley Tangen, UST Class A Operator
Wesley Tangen, UST Class B Operator

Tank Code 06 Tank Installed . Cathodically . : Fiberglass g )
Tank Age 31 Date 10/01/1991 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
n Piping Installed Tank Piping
Tag Number 2710 Spill Test Date Date T — ShnS Eem None AST No
Temporarily Sump Tightness Catastrophic L.D . - . .
Tank Status Out of Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic
Automatic Tank
. Tank/Piping CP Primary Tank Gauging Primary Pipe .
Product Gasoline PLLD Test Date Test Date 02/10/2020 Leak Detection 0.1:Automatic Detection Not Listed Vapor Recovery No
Tank Gauging 0.2
. Line Tightness Secondary Tank Secondary Pipe
S 2000 A T (DR Test Date Leak Detection Detection SIS /- 80 No
Overfill Test Date ATG Type
Tank Code 07 Tank Installed . Cathodically . : Fiberglass g )
Tank Age 31 Date 10/01/1991 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types High Level Alarm
n Piping Installed Tank Piping
Tag Number 2711 Spill Test Date Date T — ShnS Eem None AST No
Temporarily Sump Tightness Catastrophic L.D . - . .
Tank Status Out of Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic
Automatic Tank
. Tank/Piping CP Primary Tank Gauging Primary Pipe .
Product Diesel PLLD Test Date Test Date 02/10/2020 Leak Detection 0.1:Automatic Detection Not Listed Vapor Recovery No
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Tank Gauging 0.2
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Line Tightness Secondary Tank Secondary Pipe
Test Date Leak Detection Detection

Overfill Test Date ATG Type

Facility Summary in Jefferson County in the City of Boulder

Location: TOWN PUMP INC BOULDER
703 N Main
Boulder, MT 59632 Jefferson

Facility Code: 22598
Last Inspected On: 09/30/2022

System Facility ID:22-08673 Operating Permit Renewal Date: 05/26/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Boulder 1 Town Pump LLC 4064976700
Operator Contact: Trent Biggers

Owner/Operator: Boulder 1 Town Pump LLC

Trent Biggers, UST Class A Operator

Trent Biggers, UST Class B Global Operator
Tank Code | oo ] Tank Installed oo oo I Cathodically | = N T - e

Tank Age 45 Date 05/10/1977 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Ball Float Valve
. Piping Installed Tank Piping
Tag Number 2485 Spill Test Date Date Construction Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . Impressed
Tank Status Use MLLD Test Date Test Date 05/24/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. . Statistical n . Statistical
Product Gasoline PLLD Test Date 05/24/2021 ;22{‘{; ;?éng o 05/24/2021 E;g?(aéﬁtzac?ilg n Inventory ngg{%s'pe Inventory Vapor Recovery No
Reconciliation Reconciliation
. : . Continuous
Capacity 12000 ATG Test Date LIy M 011253 09/26/2006 SEHIC Y '!'ank Seconglary e Interstitial Energy Act No
Test Date Leak Detection Detection S
Monitoring
. Gilbarco-Veeder
Overfill Test Date ATG Type ROOYTLS-350
LSSt 02 Tank Age 45 EZ?: i fe 05/10/1977 Tank Material Bare Steel Piping Material Flexible Plastic Overfill Types Ball Float Valve
”””””””””””””” o ... Pipinglnstalled ~ Tank  Piping Lo e
Tag Number 2486 Spill Test Date Date ConsiEien SonSTEiem Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . Impressed
Tank Status Use MLLD Test Date Test Date 05/24/2021 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Current
. . Statistical n . Statistical

. Tank/Piping CP Primary Tank Primary Pipe

Product Diesel PLLD Test Date 05/24/2021 Test Date 05/24/2021 Leak Detection Inventory Detection Inventory Vapor Recovery No
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05/20/2022

05/25/2022

Fiberglass
Reinforced Plastic
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Interstitial
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Reinforced Plastic

Electronic Line
Leak Detector

Statistical
Inventory
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Series;Incon/TS-
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Fiberglass
Reinforced Plastic
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05/20/2022

05/20/2022

Currently in

Regulated)

05/20/2022
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Date Reinforced Plastic
n Piping Installed Tank K Piping
Tag Number 6065 Spill Test Date 09/15/2022 Date Construction Double-Walled Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - .
Tank Status Use MLLD Test Date Test Date 09/15/2022 Type 3.0 Leak Detector Piping Type Pressurized CP Met Types
- " Statistical n n Statistical
Product Gasoline PLLD Test Date iggfg’;&ng ep E(;gagétzac?ilgn Inventory [P)gggtri)(/)rljlpe Inventory Vapor Recovery Yes
Reconciliation Reconciliation
. . Continuous ; Continuous
n Line Tightness Secondary Tank o Secondary Pipe -
Capacity 6000 ATG Test Date " Interstitial " Interstitial Energy Act Yes
Test Date Leak Detection Monitoring Detection Monitoring
Franklin Fueling
Systems/TS-
Overfill Test Date 09/15/2022 ATG Type LS500
Series;Other/TS-
550 EVO

Tank Installed

Fiberglass

Facility Summary in Jefferson County in the City of Cardwell

Location: CARDWELL GENERAL STORE
770 MT Hwy 2 E
Cardwell, MT 59721-9615 Jefferson

Facility Code: 22656
Last Inspected On: 09/08/2020

System Facility 1D:22-13424 Operating Permit Renewal Date: 09/03/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Montana Moose Trails LLC

Operator Contact: Curtis Perry 4065811526

Owner/Operator: Montana Moose Trails LLC

Curtis Perry, UST Class A Operator

Curtis Perry, UST Class B Operator
TankCode 01 ...~ Tank Installed 0 oos ek pare I Cathodically | N Fiberglass o -

Tank Age 28 Date 04/01/1994 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
Tag Number 3193 Spill Test Date  08/29/2019  HiPing Installed VLS gl None AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D Mechanical Line A . .
Tank Status Use MLLD Test Date 09/08/2022 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
PIEE ! Gasoline PRI PRI Test Date 08/20/2020 Leak Detection Gauging 0.2 Detection Tightness Testing VETZEIT RESEY I
. Line Tightness Secondary Tank Secondary Pipe

Capacity 9000 ATG Test Date 09/08/2022 Test Date 09/08/2022 Leek Dacsiion Detection Energy Act No
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Gilbarco-Veeder

Overfill Test Date ATG Type ROOt/TLS-
350/Gilbarco EMC
Tank Code 02 Tank Installed . Cathodically . ; Fiberglass .
Tank Age 28 Date 04/01/1994 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
Tag Number 3194 Spill Test Date  08/29/2019  Fiping Installed el Pty None AST No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, S SN EoicuBURNNNS 0000 EEECCBUNNNEES 0 NN 000
Currently in Sump Tightness Catastrophic L.D  Mechanical Line . . .
Tank Status Use MLLD Test Date 09/08/2022 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
R Gocclre DN | TestDate COle0f20%0  LeakDetection  Gauging02 Defection Tightness Testing YePOrRECOVER” Mo
5 Line Tightness Secondary Tank Secondary Pipe
D | ATGTestbate  O90M2022  Testpate COl08I2022  LeakDetection Detection” .
Gilbarco-Veeder
Overfill Test Date ATG Type RooOt/TLS-
350/Gilbarco EMC
Tank Code 03 Tank Installed n Cathodically A ; Fiberglass q
Tank Age 28 Date 04/01/1994 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
Tag Number 3195 Spill Test Date  08/29/2019  FIPing Installed VELTE Bl None AST No
Date Construction Construction
Currently in Sump Tightness Catastrophic L.D  Mechanical Line A . .
Tank Status Use MLLD Test Date 09/08/2022 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
PIEE ! Diesel FLERIIEES I Test Date 08/20/2020 Leak Detection Gauging 0.2 Detection Tightness Testing ViEpel [HEEE R
: Line Tightness Secondary Tank Secondary Pipe
Capacity 6000 ATG Test Date 09/08/2022 Test Date 09/08/2022 Leak Detection Detection Energy Act No
Gilbarco-Veeder
Overfill Test Date ATG Type ROOt/TLS-
350/Gilbarco EMC
Tank Code 04 Tank Installed : Cathodically - . Fiberglass .
Tank Age 28 Date 04/01/1994 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
Tag Number 3196 Spill Test Date  08/29/2019  HPing Installed VEmE Pl None AST No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, Dt R s UC Y < Ui ciic R R
Currently in Sump Tightness Catastrophic L.D  Mechanical Line . . .
Tank Status Use MLLD Test Date 09/08/2022 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
PIEELE! Diesel P T el Test Date 08/20/2020 Leak Detection Gauging 0.2 Detection Tightness Testing VEREF (REEaEt) R
5 Line Tightness Secondary Tank Secondary Pipe
Capacity 6000 ATG Test Date 09/08/2022 Test Date 09/08/2022 Leak Detection Detection Energy Act No

Overfill Test Date

ATG Type

Gilbarco-Veeder
RoOt/TLS-
350/Gilbarco EMC

Facility Summary in Jefferson County in the City of Clancy

Location: CLANCY STORE
10 E Clancy St
Clancy, MT 59634-9560 Jefferson

Facility Code: 22515
Last Inspected On: 08/05/2019

System Facility 1D:22-02898 Operating Permit Renewal Date: 08/05/2022
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Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Clancy Store LLC 4064650540
Operator Contact:
Owner/Operator: Clancy Store LLC
LSS0l 02 Tank Age 38 EZ?: Tl fze 04/26/1984 Tank Material Bare Steel Piping Material Steel Overfill Types High Level Alarm
”””””””””””””” o .o Pipinglnstalled ~ Tank  Piping . e
Tag Number 3534 Spill Test Date Date Construction Construction None AST No
Temporarily Sump Tightness Catastrophic L.D . - ) Impressed
Tank Status Out of Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
T Gasoline PLLD Test Date Test Date 08/05/2019 Leak Detection Gauging 0.2 Detection Tightness Testing REECRE o °
. Line Tightness Secondary Tank Secondary Pipe
| e ... TestDate Leak Detection Detecton .
Overfill Test Date ATG Type
LTG5 03 Tank Age 29 -ISZ?&L( Ttz 04/10/1993 Tank Material Bare Steel Piping Material Steel Overfill Types High Level Alarm
”””””””””””””” o oo Pipinglnstalled ~ Tank  Piping . e
| el - . Date Construction Construction " - R oo
Temporarily Sump Tightness Catastrophic L.D . - ) Impressed
Tank Status Out of Use MLLD Test Date Test Date Type 3.0 Not Required Piping Type Safe Suction CP Met Types Current
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe MLLD Line
T Gasoline PLLD Test Date Test Date 08/05/2019 Leak Detection Gauging 0.2 Detection Tightness Testing REECRE o °
- Line Tightness Secondary Tank Secondary Pipe
Ceppeeiy 1000 AVS e DRI Test Date Leak Detection Detection SR No

Overfill Test Date

ATG Type

Location: MONTANA CITY STORE LLC

1 Jackson Creek Rd

Montana City, MT 59634-9714 Jefferson

Facility Summary in Jefferson County in the City of Montana City

System Facility ID:22-01822

Facility Code: 22494

Last Inspected On: 02/16/2022

Operating Permit Renewal Date: 06/01/2025

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Montana City Properties Inc

4064430150

Report Created: 11/1/2022
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Operator Contact: Heather Russell;Montana City Properties Inc;Shawn McFadden 4064430150

Owner/Operator: Montana City Properties Inc

Heather Russell, UST Class A Operator

Heather Russell, UST Class B Global Operator
Shawn McFadden, UST Class A Operator
Shawn McFadden, UST Class B Global Operator

Tank Code 05 Tank Installed . Cathodically A ; : : q
Tank Age 34 Date 07/01/1988 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Flapper Valve
n Piping Installed Tank Piping
Tag Number 1668 Spill Test Date 07/15/2021 Date Construction Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Diesel PLLD Test Date 08/09/2021 Test Date 02/18/2022 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe Manual Interstitial
Capacity 4000 ATG Test Date 08/09/2021 Test Date 12/20/2021 Leak Detection Detection Monitoring Energy Act No
Gilbarco-Veeder
Overfill Test Date 08/09/2021 ATG Type Root/TLS-
350/Gilbarco EMC
Tank Code 06 Tank Installed n Cathodically - . . . .
Tank Age 34 Date 07/01/1988 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 1669 Spill Test Date 07/15/2021 Date - S o Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line A . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 08/09/2021 Test Date 02/18/2022 Leak Detection Gauging 0.2 Detection ELLD 0.2 Vapor Recovery No
. Line Tightness Secondary Tank Secondary Pipe Manual Interstitial
Capacity 10000 ATG Test Date 08/09/2021 Test Date 10/21/2021 Leelk DeEEiim e Monitoring Energy Act No
Gilbarco-Veeder
Overfill Test Date 08/09/2021 ATG Type Root/TLS-
350/Gilbarco EMC
Tank Code 07 Tank Installed . Cathodically - . . . .
Tank Age 34 Date 07/01/1988 Tank Material Protected Steel Piping Material Flexible Plastic Overfill Types Flapper Valve
. Piping Installed Tank Piping
Tag Number 1670 Spill Test Date 07/15/2021 Date Construction Construction Double Walled AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line - . .
Tank Status Use MLLD Test Date Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
Product Gasoline PLLD Test Date 08/09/2021 Test Date 02/18/2022 Leel DeEsim Gauging 0.2 BT ELLD 0.2 Vapor Recovery No
; n ; Continuous
n Line Tightness Secondary Tank Secondary Pipe -
Capacity 10000 ATG Test Date 08/09/2021 Test Date 10/25/2021 Leak Detection Detection :\leger:i?gtrliﬁlg Energy Act No

Report Created: 11/1/2022
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””””””””””””””””””””””””””””””””””””””””””””””””””” Gilbarco-Veeder
Overfill Test Date 08/09/2021 ATG Type ROOt/TLS-

350/Gilbarco EMC
Facility Summary in Jefferson County in the City of Whitehall

Location: GOLDEN SUNLIGHT MINES INC UST Facility Code: 22546
453 MT Hwy 2 E Last Inspected On: 10/21/2021
Whitehall, MT 59759-8637 Jefferson System Facility 1D:22-04689 Operating Permit Renewal Date: 12/17/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Golden Sunlight Mines Inc

Operator Contact: Darrell Scharf;Debby Horne;Jerry Muething;Rick Henderson 4062872018;4062872035

Owner/Operator: Golden Sunlight Mines Inc

Darrell Scharf, UST Class A Operator

Dave Lawrence, UST Class B Global Operator
Debby Horne, UST Class A Operator

Donald Pippin, UST Class B Global Operator
George Clements, UST Class B Global Operator
Jerry Muething, UST Class A Operator

Jerry Muething, UST Class B Operator

John Clements, UST Class B Global Operator
John Perigo, UST Class B Global Operator
Joseph Dillon, UST Class B Global Operator
Ray Panisko, UST Class B Global Operator
Rick Henderson, UST Class A Operator

Seth Slatter, UST Class B Operator

Travis Nielsen, UST Class B Global Operator

LTG5 06 Tank Age 14 -ISZ?&L( Ttz 06/12/2008 Tank Material Unknown Piping Material Flexible Plastic Overfill Types
”””””””””””””” o oo Pipinglnstalled ~ Tank  Piping oo e
Tag Number 5218 Spill Test Date Date Construction Construction Double Walled AST Yes
. 3 5 Continuous
Tank Status Currently in MLLD Test Date Sy Vg pnisss 10/21/2021 Celsbiaglie L Interstitial Piping Type Pressurized CP Met Types
Use Test Date Type 3.0 Monitori
onitoring
_ . . . Continuous
. Tank/Piping CP Primary Tank Primary Pipe -
Product Oil, Motor PLLD Test Date Test Date Leak Detection Detection Interstitial Vapor Recovery No
Monitoring
. Line Tightness Secondary Tank Secondary Pipe

Capacity 1000 ATG Test Date 10/21/2021 Test Date Leelk DeEEiim e Energy Act No
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Currently in
Use

Report Created: 11/1/2022

06/12/2008

06/12/2009

06/12/2008

06/12/2008

10/21/2021

Continuous
Interstitial
Monitoring

Continuous
Interstitial
Monitoring

Continuous
Interstitial
Monitoring

Unknown

Continuous
Interstitial
Monitoring
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Steel - Terminal
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Continuous
Interstitial
Monitoring

Flexible Plastic

Pressurized




Continuous

. Tank/Piping CP Primary Tank Primary Pipe -
Product Oil, Motor PLLD Test Date Test Date Leak Detection Detection :\;ner;nqal Vapor Recovery No
onitoring
Capacity 2000 ATG TestDate  10121/2021 = g‘gtgt”ess fzgl‘(”lgde"’t‘;ggﬂk geefgcnt‘ijoar:y A Energy Act No
Overfill Test Date ATG Type
Facility Summary in Jefferson County in the City of Whitehall
Location: THRIFTWAY SUPER STOP 17 Facility Code: 22479
203 W Legion Ave Last Inspected On: 01/27/2022
Whitehall, MT 59759 Jefferson System Facility 1D:22-00980 Operating Permit Renewal Date: 02/27/2025
Note: Inspection is due 90 days before the Operating Permit Renewal Date.
Owner Operator Contact: Sutey Oil Co Inc 4064942305
Operator Contact: Louis Sutey;Marlys Weyer;Timothy Mulligan 4062873787;4064915808
Owner/Operator: Sutey Oil Co Inc
Louis Sutey, UST Class A Operator
Louis Sutey, UST Class B Global Operator
Marlys Weyer, UST Class A Operator
Marlys Weyer, UST Class B Operator
Timothy Mulligan, UST Class A Operator
Timothy Mulligan, UST Class B Operator
Tank Code | o4 ] Tank Installed  ooooooo o I Cathodically | N Fiberglass |~ - e
Tank Age 29 Date 10/15/1993 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
T n Piping Installed Tank Piping
ag Number 527 Spill Test Date 11/19/2021 Date Construction Construction None AST No
Currently in Sump Tightness Catastrophic L.D  Electronic Line . . .
Tank Status Use MLLD Test Date 04/11/2019 Test Date Type 3.0 Leak Detector Piping Type Pressurized CP Met Types Galvanic
Product Gasoline PLLD TestDate  11/10/2021  Jan<PPING CF - 11/16/201 e e é‘;ﬁj’;ﬁé‘%g‘"”k PO s ELLD 0.2 Vapor Recovery  No
Capacity 10000 ATG TestDate  11/19/2021 e E‘;:t”ess 04/11/2019 pece %de?;ggqu [S)ngcnt‘ijoar:y e Energy Act No
””””””””””””””””””””””””””””””””””””””””””””””””””””” Gibarco-Veeder
RooOt/TLS-
Overfill Test Date  02/04/2022 ATG Type 3a0/barco
Root/8484 Series
PLLD
Tank Code 05 Tank Age 29 Vel R i o) 10/15/1993 Tank Material Cathodically Piping Material Fiberglass Overfill Types Flapper Valve

Report Created: 11/1/2022

Date

Protected Steel
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Piping Installed

Piping

B | Spil Testbate  LROZOM  pae Construction Construction MM . oo
Currently in Sump Tightness Catastrophic L.D  Electronic Line - .
Tank Status Use MLLD Test Date 04/11/2019 Test Date Type 3.0 Leak Detector Piping Type CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
I plesel ] PLEDTestbate  HASZ02L - testpate MG LeakDetection  Gauging0.2 Detection FHPOZ e
. Line Tightness Secondary Tank Secondary Pipe
Capacity 6000 ATG Test Date 11/19/2021 Test Date 04/11/2019 Leak Detection Detection Energy Act No
Gilbarco-Veeder
Root/TLS-
. 350/Gilbarco
Overfill Test Date  02/04/2022 ATG Type EMC:Veeder
Root/8484 Series
PLLD
Tank Code 06 Tank Installed . Cathodically . ; Fiberglass .
Tank Age 29 Date 10/15/1993 Tank Material Protected Steel Piping Material Reinforced Plastic Overfill Types Flapper Valve
Tag Number 529 Spill Test Date  11/19/2021  Fiping Installed el Pty None AST No
,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,,, S SN EoicuBURNNNS 0000 EEECCBUNNNEES 0 NN 000
Currently in Sump Tightness Catastrophic L.D  Electronic Line . .
Tank Status Use MLLD Test Date 04/11/2019 Test Date Type 3.0 Leak Detector Piping Type CP Met Types Galvanic
. Tank/Piping CP Primary Tank Automatic Tank  Primary Pipe
I Gasolne  PLEDTestbate M2 tesipate MG LeakDetection  Gauging02 Deteetion FHPOZ e
. Line Tightness Secondary Tank Secondary Pipe
Capacity 6000 ATG Test Date 11/19/2021 Test Date 04/11/2019 Leak Detection Detection Energy Act No
Gilbarco-Veeder
RooOt/TLS-
. 350/Gilbarco
Overfill Test Date 02/04/2022 ATG Type EMC:Veeder
Root/8484 Series
PLLD

Facility Summary in Jefferson County in the City of Whitehall

Location: TOWN PUMP INC WHITEHALL
417 N Whitehall St
Whitehall, MT 59759 Jefferson

Facility Code: 22528
Last Inspected On: 07/01/2021

System Facility 1D:22-03645 Operating Permit Renewal Date: 10/14/2024

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Whitehall 1 Town Pump LLC 4064976700

Operator Contact: Trent Biggers

Owner/Operator: Whitehall 1 Town Pump LLC

Trent Biggers, UST Class A Operator
Trent Biggers, UST Class B Global Operator
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Cathodically Fiberglass
Protected Steel Reinforced Plastic

Interior/Impressed No
Current

Electronic Line Impressed
Leak Detector Current

Statistical Statistical
Inventory Inventory No
Reconciliation Reconciliation

Gilbarco-Veeder
Root/TLS-350

Cathodically Fiberglass
Protected Steel Reinforced Plastic

01/01/1968

Interior/Impressed No

Electronic Line Impressed
Leak Detector Current

Statistical Statistical
Inventory Inventory No
Reconciliation Reconciliation

Gilbarco-Veeder
Root/TLS-350

Cathodically Fiberglass
Protected Steel Reinforced Plastic

01/01/1978

Interior/Impressed No

Electronic Line Impressed
Leak Detector Current

Statistical Statistical
Inventory Inventory No
Reconciliation Reconciliation

Gilbarco-Veeder
Root/TLS-350

Cathodically Fiberglass
01/01/1976 Protected Steel Reinforced Plastic

06/30/2021 Interior/Impressed No
Current
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Electronic Line Impressed
Leak Detector Current

Statistical Statistical
Inventory Inventory No
Reconciliation Reconciliation

,,,,,,,,,,,,,,,,,,,,, Gilbarco-Veeder
Root/TLS-350

Cathodically Fiberglass

01/01/1978 Protected Steel Reinforced Plastic

Interior/Impressed No

Electronic Line Impressed
Leak Detector Current

Statistical Statistical
Inventory Inventory No
Reconciliation Reconciliation

,,,,,,,,,,,,,,,,,,,,, Gilbarco-Veeder
Root/TLS-350

Cathodically Fiberglass

01/01/1978 Protected Steel Reinforced Plastic

Interior/Impressed No

Electronic Line Impressed
Leak Detector Current

Statistical Statistical
Inventory Inventory No
Reconciliation Reconciliation

Gilbarco-Veeder
Root/TLS-350

Cathodically Fiberglass

01/01/1986 Protected Steel Reinforced Plastic

Currently in Electronic Line Impressed
Leak Detector Current

Statistical Statistical
Gasoline 04/14/2021 Inventory Inventory No
Reconciliation Reconciliation
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04/15/2021

01/01/1987

01/01/1987

05/01/2000

Gilbarco-Veeder
Root/TLS-350

Cathodically
Protected Steel

Mechanical Line
Leak Detector

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
RoOt/TLS-350

Cathodically
Protected Steel

Statistical
Inventory
Reconciliation

Gilbarco-Veeder
Root/TLS-350

Fiberglass
Reinforced Plastic

Mechanical Line
Leak Detector

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
ROOt/TLS-
350;Veeder
Root/Red Jacket
FXID
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Fiberglass
Reinforced Plastic

Continuous
Interstitial
Monitoring

Statistical
Inventory
Reconciliation

Flexible Plastic

Flexible Plastic

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring




Regulated)

04/15/2021

08/01/2015

Fiberglass
Reinforced Plastic

Mechanical Line
Leak Detector

Statistical
Inventory

Reconciliation

Continuous
Interstitial
Monitoring

Gilbarco-Veeder
RoOt/TLS-
350;Veeder
Root/Red Jacket
FXID

Fiberglass
Reinforced Plastic

Continuous
Interstitial
Monitoring

Automatic Tank
Gauging
0.2;Continuous
Interstitial

Monitoring;Statisti
cal Inventory
Reconciliation

Gilbarco-Veeder
ROOt/TLS-
350/Gilbarco EMC

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring

Fiberglass
Reinforced Plastic

Statistical
Inventory
Reconciliation

Continuous
Interstitial
Monitoring;Not
Listed

Positive Shutoff

No



